
Step 1- Install blocking in ceiling at center distances of mounting 
holes as shown on your fixture submittal drawing. 

Step 3- Remove junction plate from fixture. Install approved 
conduit connector on junction plate. Pull fixture wires through 
conduit connector  on junction plate and connect to building 
power wiring.

Step 4- Install junction plate back onto fixture and 
affix with provided screws.

Step 2- Cut hole in ceiling to specified size  (5”x1-1/2”) to 
allow wiring to pass through.

Step 5- Using #8 or #10 wood screws, insert screws into mounting holes in fixture
and affix screws into blocking above ceiling
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800-804 Surface Mount Install

Note: This product must be installed in accordance with the applicable installation code by 
a person familiar with the construction and operation of the product hazards involved. It is 
recommended these products be installed by a qualified electrician.


